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AC Input (1 Phase 180-264 VAC)

AC Input Connections:

*Connect AC Ground (earth) to terminal labeled   

*Connect AC Hot L1 to terminal labeled “L” on both inputs A and B

*Connect AC Hot L2 to terminal labeled “N” on both Input A and B

AC Input (3 Phase 208 VAC)

AC Input Connections:

*Connect AC Ground (earth) to terminal labeled   

*Connect AC Hot L1 to terminal labeled “N” on both inputs A and B

*Connect AC Hot L2 to terminal labeled L on AC Input A

*Connect AC Hot L3 to terminal labeled L on AC Input B

DC Input (+12 VDC)

DC Input Connections:

*Insert Barrel Connector of supplied DB-25 connector into DC input (power for RKP-CMU1 control and moni-

toring unit)

*Connect DB-25 connector to CN500 I/O port

DC Output (+48 VDC)

DC Output Connections:

*Connect DC Positive (red wire) to the Positive (+) 48 VDC terminal

*Connect DC Return (black wire) to the Negative (-) terminal 

Fig. 1. Power I/O
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